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INFORMATION 

 
 

Madison Infrared Thermography Inspection  
at 

Sample Report 

Date:  
1-1-10 

Inspection Site Information 

Customer Sample Report 

Address 123 Main St Any Town USA 

Contact person Mr Smith 

Phone number (888)432-1234 

E-mail address  

Thermographer Richard Wood 
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Location Equipment Fault Diff Page 
Building 1 Panel 22 2 38.6  4 
Building 2 Panel 104 3 104.7  5 
Office  Main Panel 2 15.3  6 
Basement UPS step down 0 55.9  7 

 

Madison Infrared Thermography Inspection  
at 

Sample Report 

Date:  
1-1-10 

Summary of Inspection 
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Photo and Identification  

 

 
IR Text Comment  Value  
Location  Building 1  
Equipment  Panel 22  
Type  Sq D  
Nom load  200  
Actual load  80, 84, 78 amps  
Fault  2  
Recommendation  Repair  

 

Thermogram   
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FLIR Systems

 

Label  Value  
Sp1  85.0 °F 
Sp2  123.2 °F 
Sp3  88.1 °F 
Sp4  90.3 °F 
Ar1: Max  123.5 °F 

 
Temp rise (Ar1 - Sp1) 38.6 °F  

 
 

 

Analysis & Recommended action:  

 
SP #2 shows elevated temperature on B phase fuse cl ip. Repair ASAP. 

 

Madison Infrared Thermography Inspection  
at 

Sample Report 

Date:  
1-1-10 

Inspected by :   Richard Wood Signature:….………..………… date: 1-1-10 
 
Repaired by: .......... date: 
 
Comment: 
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Photo and Identification  

 

 
IR Text Comment  Value  
Location  Building 2  
Equipment  Panel 104  
Type  Sq D  
Nom load  100  
Actual load  85  
Fault  3  
Recommendation  Repair  

 

Thermogram      

 ��
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FLIR Systems

 

Label  Value  
Sp1  77.5 °F 
Sp2  180.2 °F 
Sp3  92.5 °F 
Ar1: Max  182.2 °F 

 
Temp rise (Ar1 - Sp1) 104.7 °F  

 
 

 

Analysis & Recommended action:  

 
SP #2 Details elevated temperature on C Phase conne ction. Repair ASAP. 

 

Madison Infrared Thermography Inspection  
at 

Sample Report 

Date:  
1-1-10 

Inspected by :   Richard Wood Signature:….………..………… date: 1-1-10 
 
Repaired by: .......... date: 
 
Comment: 
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Photo and Identification  

 

 
IR Text Comment  Value  
Location  Office   
Equipment  Main Panel  
Type  Sq D  
Nom load  225  
Actual load  75, 78, 69 amps  
Fault  2  
Recommendation  Repair  

 

Thermogram      

 ��
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FLIR Systems

 

Label  Value  
Sp1  71.0 °F 
Sp2  86.2 °F 
Sp3  82.4 °F 
Ar1: Max  86.3 °F 

 
Temp rise (Ar1 - Sp1) 15.3 °F  

 
 

 

Analysis & Recommended action:  

 
SP #2 shows elevated temperature on breaker #43, la beled break room. Measured  
19 amps on a 20 amp breaker. Reduce draw on this ci rcuit. 

 

Madison Infrared Thermography Inspection  
at 

Sample Report 

Date:  
1-1-10 

Inspected by :   Richard Wood Signature:….………..………… date: 1-1-10 
 
Repaired by: .......... date: 
 
Comment: 



Sample report 2.doc 7 (7) 2010-01-12 

 

Photo and Identification  

 

 
IR Text Comment  Value  
Location  Basement  
Equipment  UPS step down  
Type  Sq D  
Nom load    
Actual load    
Fault  0  
Recommendation  None  

 

Thermogram      

 ��
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FLIR Systems

 

Label  Value  
Sp1  76.2 °F 
Ar1: Max  132.0 °F 

 
Temp rise (Ar1 - Sp1) 55.9 °F  

 
 

 

Analysis & Recommended action:  

 
Normal condition for 3 phase step down transformer.  OK. 

 

Madison Infrared Thermography Inspection  
at 

Sample Report 

Date:  
1-1-10 

Inspected by :   Richard Wood Signature:….………..………… date: 1-1-10 
 
Repaired by: .......... date: 
 
Comment: 


